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GENERAL DESCRIPTION
The OCV Series 65 is a hydraulically-operated, dia-
phragm-actuated valve. It is available in either a globe
(Model 65) or angle (Model 65A) configuration. The
diaphragm is nylon-fabric bonded with synthetic rubber
and forms a sealed chamber in the upper portion of the
valve, separating operating pressure from line pressure.
An elastomeric seat disc forms a tight seal with the valve
seat when pressure is applied above the diaphragm.

FUNCTIONAL DESCRIPTION
Because the Series 65 is a hydraulically operated valve, it
requires a minimum line pressure of approximately 5 psig
in order to function. The valve functions on a simple
principle of pressure differential. The line pressure at the
inlet of the valve is bypassed through the pilot control
piping to the diaphragm chamber of the valve. This
pressure, together with the valve spring, works against the
pressure under the valve seat. Because the effective area of
the diaphragm is greater than that of the seat, the valve is
held tightly closed. As  the controlling pilot(s) allow the
pressure to bleed off the diaphragm chamber, the two
opposing pressures begin to balance and the valve will
begin to open. The valve can be used to perform a simple
on-off function, or with the proper pilot system, a modu-
lating, or regulating function.
In cases where the line fluid is unusually dirty, or is
otherwise unsuitable for operating the valve, an independ-
ent operating pressure source may be employed. The
pressure available from such a source must be equal to, or
greater than, line pressure.
INSTALLATION
In order to insure safe, accurate and efficient operation of
the OCV control valve, the following list of checkpoints
and procedures should be followed when installing the
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valve.

1. Make a careful visual inspection of the valve to
insure that there has been no damage to the external
piping, fittings or controls. Check that all fittings are
tight.

2. Thoroughly flush all interconnecting piping of chips,
scale and foreign matter prior to mounting the valve.

3. Install the valve in the line according to the flow
arrow on the inlet flange. The arrow should point
downstream.

4. Allow sufficient room around the valve for ease of
adjustment and maintenance service.

In addition, it is highly recommended that:
1. Isolation valves (eg., gate or butterfly) be installed

on the inlet and discharge sides of the valve to
facilitate isolating the valve for maintenance.

2. Pressure gauges be installed at the inlet and outlet
sides of the valve to provide monitoring of the valve
during initial start-up and during operation. The
body side ports, if unused by the pilot system,
provide a convenient connection for the gauges.

3. All valves larger than 6" be installed horizontally,
i.e., with the bonnet pointed up, for ease of adjust-
ment and maintenance servicing.

MAINTENANCE
The OCV control valve requires no lubrication and a
minimum of maintenance. However, a periodic inspec-
tion should be established to determine how the fluid
being handled is affecting the efficiency of the valve. In
a water system, for example, the fluid velocity as well as
the substances occurring in natural waters, such as
dissolved minerals and suspended particles, vary in
every installation. The effect of these actions or sub-
stances must be determined by inspection. It is recom-
mended that an annual inspection, which includes ex-
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amination of the valve interior, be conducted. Particular
attention should be paid to the elastomeric parts, i.e., the
diaphragm and seat disc. Any obviously worn parts
should be replaced.
REPAIR PROCEDURES
In the event of malfunction of the OCV control valve,
troubleshooting should be conducted according to the
procedures outlined for the specific model of valve.
Then, if those steps indicate a problem with the main
valve, this section will outline the procedures necessary
to correct the problem.
Problems with the main valve can be classed in three
basic categories:
1. VALVE FAILS TO OPEN

a. Diaphragm damaged* - See Procedure A
b. Stem binding - See Procedure B

2. VALVE FAILS TO CLOSE
a. Diaphragm damaged* - See Procedure A
b. Stem binding - See  Procedure B
c. Object lodged in valve - See Procedure B

3. VALVE OPENS AND CLOSES BUT LEAKS
WHEN CLOSED
a. Seat disc damaged - See Procedure C
b. Seat ring damaged - See Procedure D
*A diaphragm failure can prevent the valve from
either opening or closing, depending on the flow
direction. Most water service valves flow “under the
seat”, in which case a diaphragm failure will keep
the valve from closing. On the other hand, most fuel
service valves flow “over the seat”, in which case a
diaphragm failure will keep the valve from opening.
To determine which you have, examine the bridge
mark cast into the side of the valve body, then
compare it with the figures below.

PROCEDURE A :  DIAPHRAGM REPLACEMENT
1. Isolate the valve from the system by closing

upstream amd downstream block valves.
2. Loosen one of the tubing connections on the

bonnet. Allow any residual pressure to bleed off.
3. Remove all tubing connected at the bonnet.
4. Remove the bonnet nuts.
5. Remove the bonnet. If the bonnet sticks in place,

it may be loosened by rapping sharply around its
edge with a rubber-headed  mallet. NOTE:  8"
and larger valves are equipped with eye bolts
through which a chain can be fastened to aid in

lifting the bonnet.
6. Remove the spring.
7. Remove the diaphragm plate capscrews and the

diaphragm plate.
8. Remove the old diaphragm.
9. Making sure the dowel pin holes are in the

proper location, place the new diaphragm over
the studs and press down until it is flat against
the body and spool.

10. Replace the diaphragm plate and the diaphragm
plate capscrews.

11. Tighten all diaphragm plate capscrews snugly.
12. Replace the spring.
13. Replace the bonnet and reinstall the bonnet nuts.
14. Tighten the bonnet nuts snugly using a criss-

cross tightening pattern.
15. Reinstall the control tubing.
16. Reopen the upstream and downstream block

valves.
17. Before placing the valve back in service, per-

form the air bleed procedure described in the first
section of this manual.

PROCEDURE B:  CORRECTION OF BINDING
STEM

1. Perform Steps 1 thru 6 of Procedure A, above.
2. Remove the spool assembly from the valve. NOTE:

On smaller valves, this can be accomplished simply
by grasping the stem and pulling upward. Valves 6"
and larger have the top of the stem threaded to
accept an eyebolt to aid in lifting the spool out of the
body. 6" thru 12" valves are threaded 3/8-16. 14"
and 16" valves are threaded 5/8-11.

3. Carefully examine both ends of the stem for deep
scratches, scoring or buildup of mineral deposits.
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Polish the stem if necessary using a fine grade of
emery cloth.

4. Similarly, examine and polish the upper bushing (in
the bonnet) and the lower guide (in the seat ring).

5. Reinstall the spool assembly.
6. Reassemble the valve, following Steps 12 thru 17 in

Procedure A.
PROCEDURE C:  SEAT DISC REPLACEMENT
1. Perform Steps 1 and 2 of Procedure B, above.
2. With the spool assembly removed from the body,

remove the seat retainer screws.
3. Slide the seat retainer off the lower end of the stem.
4. Remove the seat disc from its groove in the spool.

NOTE:  The seat disc may fit quite tightly in the
groove. If necessary, it may be pried out using a thin-
bladed screwdriver or similar tool.

5. Install the new seat disc in the groove.
6. Reinstall the seat retainer and tighten the seat re-

tainer screws.
7. Reassemble the valve, following Steps 5 and 6 of

Procedure B.
PROCEDURE D:  SEAT RING REPLACEMENT
NOTE:  It is rare for a seat ring to require replacement.
Minor nicks and scratches in the seating surface can
usually be smoothed out with emery cloth.
1. Perform Steps 1 and 2 of Procedure B, above.
2. If you are working on a 4" or smaller valve, follow

Steps 3 thru 9, below.
3. If you are working on a 6" or larger valve, follow

Steps 10 thru 16, below.

4. Seat rings in valves 4" and smaller are threaded into
the valve body. To remove, you will need a  special
seat ring tool. You may fabricate one using standard
pipe as shown in the sketch below, or one may be
purchased from OCV.

5. Using the seat ring tool, unthread the seat ring from
the body.

6. Remove the old o-ring from the counterbore in the
body.

7. Install the new o-ring in the counterbore.
8. Using the seat ring tool, install the new seat ring.
9. Reassemble the valve, following Steps 5 & 6 of

Procedure B.
10. Seat rings in valves 6" and larger are bolted into the

body with socket head capscrews. In addition you
will note that the seat ring is equipped with addi-
tional threaded holes that may be used for “jacking”
the seat ring out of the body.

11. Remove the socket head capscrews.
12. Remove the old seat ring from the body by tempo-

rarily installing two or more of the capscrews in the
“jacking” holes.

13. Install a new o-ring in the groove of the new seat
ring. Lubricate the o-ring and outer seat ring wall
with Vaseline® or similar lubricant.

14. Install the new seat ring in the body, making sure
that the capscrew holes line up.

15. Replace and tighten all the capscrews.
16. Reassemble the valve, following Steps 5 and 6 of

Procedure B.
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GENERAL DESCRIPTION

The Model 1330 Pressure Sustaining/Pressure Relief
Pilot is a normally-closed, direct-acting, spring-loaded,
diaphragm-type control pilot.  As the primary control
pilot for the OCV Series 108 control valves, it is
designed to maintain a constant preset inlet pressure on
the main valve.  It is a constant throttling device,
maintaining precise, positive control of the main valve.
The 1330 may also be used by itself as a back pressure
regulator.
The 1330 is available in bronze or stainless steel
construction and with 3/8 NPT or 1/2 NPT end connec-
tions.
The 1330 is available with four different adjustment
ranges:

5-30 psi 65-180 psi
20-80 psi 100-300 psi

FUNCTIONAL DESCRIPTION

The 1330 controls the pressure in the diaphragm cham-

ber of the main valve, hence the degree of opening or
closing of the valve.  The upstream pressure is sensed
under the diaphragm of the pilot and is balanced
against an adjustable spring load.  As the upstream
pressure increases above the set point, the pilot opens
wider, decreasing the pressure in the diaphragm cham-
ber of the main valve, opening the valve a proportion-
ate amount.  Conversely, as upstream pressure de-
creases below the set point, the pilot closes further,
increasing the pressure in the diaphragm chamber of
the main valve, closing the valve a proportionate
amount.  The net result is a constant modulating action
of the pilot and main valve, keeping the upstream
pressure at the set point within very close limits.

INSTALLATION AND ADJUSTMENT

The 1330 is normally installed in the main valve
control piping between the ejector and the downstream
body tap.  Flow must be in the direction indicated.  A
sensing line, typically 1/4" O.D. tubing, must be in-
stalled between the pilot sense port and the upstream

pressure sustaining/
pressure relief pilot
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control piping ahead of the ejector.
Pressure adjustment is made by means of the single
adjusting screw:

Clockwise adjustment increases upstream
pressure.
Counterclockwise adjustment decreases

upstream pressure.

MAINTENANCE

Required maintenance of the 1330 is minimal.  Fittings
and bolts should be periodically checked, and the body
should be inspected for damage or excessive buildup of
foreign material.

TROUBLESHOOTING

Other than improper adjustment, there are basically
only three malfunctions which can occur with the 1330
pilot.  These, and the symptoms they can cause, are as
follows:
1. PILOT DIAPHRAGM RUPTURED:  Results in

failure of the main valve to open.  A ruptured pilot
diaphragm will be evidenced by leakage through
the vent hole in the pilot bonnet.

2. PILOT SEAT DISC DETERIORATED:  Results in
failure of the valve to seal off completely (pressure
relief service).  Can also cause poor pressure con-
trol.

3. PILOT STEM BINDING:  Typically results in
poor pressure control, though in extreme cases, it
can result in failure of the main valve to open or
close.

REPAIR PROCEDURES

Refer to the 1330 assembly drawing for parts identi-
fication.

A. DIAPHRAGM REPLACEMENT
1. Prior to disassembling the pilot, turn the adjust-

ing screw (10) fully counterclockwise until it is
loose enough to be turned with the fingers.

2. Remove the four bonnet capscrews (17).
3. Remove the bonnet (2).  Set the spring (9) and

spring retainers (11) aside in a safe place.
4. Pull the adapter (3) out of the pilot body (1).

5. Remove hex nut (16), lockwasher (22), upper
diaphragm plate (8) and o’ring (20).

6. Remove old diaphragm (5).
7. Inspect both diaphragm plate o’rings (20).  Re-

place if necessary.
8. Place new diaphragm on stem (7).
9. Replace upper diaphragm plate (8), o’ring (20),

lockwasher (22) and hex nut (16).  Tighten se-
curely.

10. Insert adapter (2) back into pilot body (1).
11. Hold spring (9) and spring retainers (11) together

in the proper orientation and insert them into the
bonnet (2).

12. Place the bonnet over the adapter and insert the
bonnet capscrews (17).  Tighten securely.

13. Place valve back in service, following the startup
and adjustment procedures given in the main
portion of this manual.

B. SEAT DISC REPLACEMENT
1. Follow Steps 1 through 4 under DIAPHRAGM

REPLACEMENT, above.
2. Remove capscrew (12), seal washer (13) and old

seat disc (6).
3. Place new seat disc, new seal washer and capscrew

(12) on stem.  Tighten securely.
4. Reassemble pilot following Steps 10 through 13

under DIAPHRAGM REPLACEMENT, above.

C. STEM REPAIR
1. Follow Steps 1 and 2 under SEAT DISC RE-

PLACEMENT, above.
2. Remove stem (7) from adapter (3).
3. Inspect stem and o’ring (21) carefully.
4. Remove any foreign material or light scratches

from the stem with a fine grade of emery cloth.  A
badly scored stem should be replaced.

5. Replace o’ring (21).
6. Lubricate the o’ring and stem liberally with

Vaseline® or similar lubricant.
7. Place stem in adapter (3).  Make sure it moves

freely.
8. Reassemble pilot following Steps 3 and 4 under

SEAT DISC REPLACEMENT, above.
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